
 

WREPORTS 

 

 

 

 

 

 

 

  

2025 Exit Capacity 
Planning Outcomes 
Report 

 

Final Redacted 

October 2025 



Wales & West Utilities 
2025 Exit Capacity Planning Outcomes 
 

1 
© Wales & West Utilities Ltd.  
Registered in England and Wales: No. 5046791 

Introduction ................................................................................................................................ 2 

Analysis ....................................................................................................................................... 3 

Demand Forecast Summary ...................................................................................................... 3 

Significant Changes to Offtake Capacity Statement (OCS) ...................................................... 4 

ECPG Scenarios ........................................................................................................................... 8 

Storage Outputs & Assumptions ............................................................................................. 10 

Interaction with other Networks ............................................................................................. 11 

Final Outcomes ......................................................................................................................... 11 

Conclusion ................................................................................................................................ 11 

Off Peak Demand Data ............................................................................................................ 12 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



Wales & West Utilities 
2025 Exit Capacity Planning Outcomes 
 

2 
© Wales & West Utilities Ltd.  
Registered in England and Wales: No. 5046791 

Introduction 
  

In December 2020 OFGEM published their RIIO-2 Final Determinations for the transmission and gas 

distribution price controls. These set out the key elements of the price control from 1 April 2021 to 31 

March 2026. This included a new licence obligation for the gas transporter licence holders to comply 

with an enhanced obligations framework in relation to the exit capacity booking process. 

Standard Special Licence Condition (“SSC”) A57 (Exit Capacity Planning) of the gas transporter licences 

requires the licence holder (“licensee”) to comply with the Exit Capacity Planning Guidance (“the 

Guidance”).1  

 

The Guidance comprises a set of requirements relating to the following areas of capacity booking 

activity.  

• Methodology: Gas Distribution Networks (GDNs) must provide information on the structure of 

their networks known as Network Topology, and both GDNs and National Gas Transmission 

(NGT) must provide information on their forecasts of demand and the details of the processes 

in place to calculate these forecasts.  

• Engagement: The GDNs and NGT must collaboratively work with each other and with other 

stakeholders to maximise booking efficiency across the gas transportation network.  

• Reporting: licensees must report annually to the Authority on capacity booking methodology, 

stakeholder engagement, decision-making and data to demonstrate efficient booking 

outcomes.  

 
The purpose of this document is to satisfy the requirement comprised within the Exit Capacity 

Planning Guidance (ECPG) document to publish a report, which details the outcomes of the 

application of the methodologies used. 

 

If you have any queries, would like any further information or a version of the document in an 

unredacted state, then please contact our planning team to discuss.2  

 

 

1 Exit Capacity Planning Guidance | Ofgem 
2 LTSAnalysisRequests_NMU@wwutilities.co.uk 

https://www.ofgem.gov.uk/publications-and-updates/exit-capacity-planning-guidance?utm_medium=email&utm_source=dotMailer&utm_campaign=Daily-Alert_19-03-2021&utm_content=Exit+Capacity+Planning+Guidance&dm_i=1QCB,7AN5S,EHP5GS,TL5YO,1
mailto:LTSAnalysisRequests_NMU@wwutilities.co.uk


 Wales & West Utilities 
2025 Exit Capacity Planning Outcomes 
 

3 
© Wales & West Utilities Ltd.  
Registered in England and Wales: No. 5046791 

Analysis 

Demand Forecast Summary 

To meet our licence obligations, the National Transmission System (NTS) Exit Capacity that we book needs to 

be sufficient to ensure we can meet demand on a peak 1-in-20 winter day.  Every Gas Year (GY) (1st October 

to 30th September), we are required to book exit capacity and pressure for each of our 17 Offtakes.   

As per the Exit Capacity Planning Guidance document (ECPG), which forms part of our licence condition 

introduced under RIIO2 (Standard Special Condition A57: Exit Capacity Planning), Wales & West Utilities 

(WWU) are obliged to closely align the capacity bookings to the 1-in-20 Peak Day demand forecast.  This 

ensures we remain compliant with this licence obligation and that our customers’ gas supply is not put at risk.  

We have used our own recovery forecast scenario as a basis for our peak day flat, flex and pressure bookings, 

which is consistent with last year’s approach. 

Every year we also receive a projection from the National Energy System Operator (NESO) based on three 

different futures of energy pathways, as well as a 10-year forecast and counterfactual which offer a more 

accurate representation of what NESO expect demand to be for the DNs.  As stated in our methodology 

document, we consider the information provided by NESO for annual projections but for peak demand we 

use our own internal demand forecast.  The two internal WWU scenarios considered this year are as follows: 

•  Resilient Gas • High Gas  

Our selected ‘Resilient Gas’ scenario is based on domestic demand maintaining their current level out to 

2029/30, following a recent reduction driven by high energy prices and energy consumer debt.  Whilst we 

are seeing little change in the number of meter points, the average gas customer is using less gas.  Following 

this, gradual but sustained reduction in demand is expected out to 2034/35 due to some electrification of 

heat demand, mirroring the trend seen in NESO’s ‘Counterfactual’ pathway.   

Our alternative ‘High Gas’ scenario differs in that demand recovers from the recent reduction from now out 

to 2029/30, prior to seeing a similar level of decline out to 2034/35 as seen in the ‘Resilient Gas’ forecast.  We 

are expecting continued growth in industrial demands, including gas-fired power generation, compressed 

natural gas (CNG) fuelling and data centres, but these are excluded from the core forecast to avoid any 

unnecessary procurement of capacity for connections that may not happen.  Such demands are only included 

in the forecast once connection agreements have been formed. 

The WWU Business Performance and Development Committee approved the Resilient Gas forecast for use 

in this year's process.  The breakdown for each Local Distribution Zone (LDZ) is as follows: 

Wales South 
The peak demand forecast for GY 2025/26 has reduced by 10% compared to last year’s forecast for the same 

year, which assumed that demand would recover from the relatively low levels seen recently.  This coupled 

with reductions at a few larger DM industrial sites, has resulted in this large decrease for GY 2025/26 since 

last year’s forecast process.  Demand is expected to remain largely unchanged out to GY 2029/30, however 

there is potential high-level growth in industrial demand sector e.g. Power generation, vehicle fuelling and 

data centres predominantly.  These figures include the large power generation site which came back online 

at full load for GY 2024/25.  
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Wales North 
The peak demand forecast for GY 2025/26 has reduced by 5% compared to last year’s forecast, which 

assumed that demand would recover from the relatively low levels seen recently.   Demand is expected to 

remain largely static out to GY 2029/30, however, there is potential high-level growth in industrial demand 

sector e.g. Power generation, vehicle fuelling and data centres predominantly. 

South West 
The peak forecast for GY 2025/26 has reduced by 3.5% compared to last year’s forecast, which assumed that 

demand would recover from the relatively low levels seen recently.  Demand is expected to remain largely 

static out to GY 2029/30, however there is potential growth in industrial demand sector e.g. Power 

generation, vehicle fuelling and data centres predominantly, albeit to a lower extent than our Wales LDZs 

which have seen more connection enquiries.   

See Tables 1, 2 & 3 for specific details of the booking outcomes when comparing this year to last year. 

Significant Changes to Offtake Capacity Statement (OCS) 

Flat Capacity 

The only changes made to our flat capacity bookings this year relate to three offtakes.  An annual flat 
capacity booking was made at our Gilwern offtake, where we don’t have User Commitment and are 
able to book capacity on a year-by-year basis to meet customer needs rather than committing 
ourselves to enduring capacity with associated User Commitment.  The amount booked was lower 
than the annual flat capacity booked last year.  We also reduced our booked capacity at the Evesham 
and Coffinswell offtakes, where demand has reduced and the absence of User Commitment (UC) 
allowed us to adjust.  The numbers and text for these offtakes are highlighted in orange for clarity and 
explained in the table below.    

We would have reduced our flat bookings further and in line with our forecasts but have been unable 
to due to existing UC at all offtakes other than Gilwern, where the increase was required in any case.  
Please refer to table 5 for further details on the impacts of UC on our flat bookings from previous years.  

Table 1: This year versus last year - Flat Capacity 

Offtake Name 

2024/25 
OCS Flat 
booking 
(GWh/d) 

2025/26 
OCS Flat 
booking 
(GWh/d) 

Changes 
from 24/25 

(GWh/d) 
Reason for Change to last year 

Wales South 

Gilwern 73.7 70.4 -3.3 
Reduction from last year in line with 
decreased forecast demand. 

Dowlais 96.2 96.2 0.0  

Dyffryn 36.5 36.5 0.0  

Wales North 

Maelor 52.0 52.0 0.0  

South West 

Aylesbeare 20.5 20.5 0.0  

Cirencester 8.2 8.2 0.0  

Coffinswell 5.2 4.9 -0.3 
Reduction from last year in line with 
decreased forecast demand.  
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Offtake Name 

2024/25 
OCS Flat 
booking 
(GWh/d) 

2025/26 
OCS Flat 
booking 
(GWh/d) 

Changes 
from 24/25 

(GWh/d) 
Reason for Change to last year 

Easton Grey 28.3 28.3 0.0  

Evesham 6.6 5.8 -0.8 
Reduction from last year in line with 
decreased forecast demand.  

Fiddington 22.7 22.7 0.0 
 

Ilchester 34.5 34.5 0.0 
 

Kenn 14.7 14.7 0.0 
 

Littleton 
Drew 

2.9 2.9 0.0 
 

Choakford 
(Lyneham) 

47.7 47.7 0.0 
 

Pucklechurch 25.4 25.4 0.0  

Ross  4.2 4.2 0.0 
 

Seabank  57.4 57.4 0.0  

Total 536.7 532.3 -4.4  

 

 

Summary of Flat Capacity  

Table 1 shows the main differences between this and last year’s bookings for peak flat, comparing GY 
2024/25 with GY 2025/26.  Where we would have liked to reduce our flat bookings at 14 of 17 offtakes, we 
were unable to overall due to existing or future UC.  We have therefore been unable to reflect peak demand 
reduction from our forecast in our bookings and are effectively left with booked capacity that we do not 
require for the coming gas year.  

It has been confirmed that UC triggered since the 2021 process will only be in place for 2 years following the 

changes to NGT’s Exit Capacity Release Methodology Statement.  All other UC entered in previous years 

remains at 4 years regardless of the year in which the UC was triggered.  Remaining UC at WWU offtakes is 

the result of previous anticipated growth in power generation connections based on market indicators, and 

to book capacity ahead of need.  However, we anticipate that for next year’s process UC will no longer apply 

at most of our offtakes. 

Annual flat capacity bookings are not available via an ad-hoc process with NGT even when demand is 

signalled in the section H data.  

Pressure  

We have made reductions to our Assured Operating Pressure (AOP) requests during this years’ booking cycle, 
in response to a request from National Gas Transmission (NGT).  These apply to the Start of Day (SOD) 
pressures at four Offtakes, following network analysis to ensure that there are no adverse effects on the 
resilience of our systems.  
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Table 2: This year versus last year – Assured Offtake Pressure 
 

Offtake Name 
2024/25 AOP, 
Start of Day 
(barg) 

2025/26 
AOP, Start of 
Day (barg) 

2024/25 
AOP, End of 
Day (barg) 

2025/26 
AOP, End of 
Day (barg) 

Wales South 

Gilwern 55 53* 38 38 

Dowlais 51 50* 38 38 

Dyffryn 52 50* 38 38 

Wales North 

Maelor 52 50* 39 39 

South West 

Aylesbeare 41.5 41.5 38 38 

Cirencester 50 50 38 38 

Coffinswell 38 38 31 31 

Easton Grey 38 38 38 38 

Evesham 38 38 38 38 

Fiddington 45 45 38 38 

Ilchester 41 41 38 38 

Kenn 38.8 38.8 38 38 

Littleton Drew 38 38 38 38 

Choakford 
(Lyneham) 38.8 38.8 31 31 

Pucklechurch 41 41 38 38 

Ross  38 38 38 38 

Seabank  38 38 38 38 

Start of Day (SOD), End of Day (EOD)  
*Reduction in SOD accepted for one year only  

 

Summary of Pressure Allocation 

Pressure reductions were again requested by NGT towards the start of the annual plan cycle.  We were able 

to accept the requested SOD pressure reductions at peak demand, on a one-year basis only.  However, we 

could not accommodate one End of Day (EOD) request at our Maelor offtake due to the impact it has on our 

Local Transmission System (LTS) extremity pressures.  We considered any impacts of accepting the additional 

requested pressure reductions at peak demand, the following table illustrates the additional network 

requirements/investment which would allow us to accept: 
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Table 3: Justification for rejecting AOP reduction request. 

Offtake Name 
Additional Flex 

required* 
(GWh/d) 

Full or Partial 
Offtake / PRI 

Rebuild Required? 

Pipeline Reinforcement 
Solution Feasible? 

Maelor (EOD) – not accepted 
N/A – pressure 
constraint, not 
storage 

Partial PRI rebuild 
Significant lengths of LTS 
reinforcement required 

*This is in addition to our existing flex capacity requirements  

Flex Capacity 

During this years’ booking cycle, we made requests for incremental increases to flexible capacity at two 
offtakes in the South West area.  Where there is a material difference to last year, the numbers, text and 
reason is given in orange for clarity, see table 4 below. 

Table 4: This year versus last year – Flex Capacity 

Offtake Name 
2024/25 Flex, 
(GWh/d) 

2025/26 Flex, 
(GWh/d) 

 

Reason for Change to last year 

Wales South 

Gilwern 8.46 8.46  

Dowlais 0.00 0.00  

Dyffryn 4.97 4.97  

Wales North 

Maelor 1.33 1.33  

South West 

Aylesbeare 2.70 2.70  

Cirencester 0.00 0.00  

Coffinswell 0.78 0.78  

Easton Grey* 0.35 0.36  

Evesham* 1.03 1.04  

Fiddington 0.62 0.62  

Ilchester 2.66 2.71 
Incremental flex secured in previous 
year’s booking cycle 

Kenn 0.37 0.37  

Littleton Drew 0.45 0.45  

Choakford (Lyneham) 1.05 1.05  

Pucklechurch 2.09 2.09  

Ross  0.63 0.63  

Seabank  0.73 0.78 
Incremental flex secured in previous 
year’s booking cycle 

Total 28.22 28.34  

*Non-material differences between the years are due to planning cv changes. 



 Wales & West Utilities 
2025 Exit Capacity Planning Outcomes 
 

8 
© Wales & West Utilities Ltd.  
Registered in England and Wales: No. 5046791 

NGT has agreed to our incremental flex increase requests at two of our Offtakes this year.  The small increases 

that we request each year reflect the growth in flexible generation or industrial sites which cause an increase 

in our network storage requirements.  These flex bookings mean all our network is sufficient for storage 

although margins are fine in some areas.   Where storage constraints have emerged previously, we have 

relied on a commercial solution: a daily capacity process carried out in the control room via Offtake Profile 

Notices (OPNs) and commercial arrangements with customers to mitigate the risk of not being able to meet 

peak demand storage requirements.  Due to our storage surplus, these commercial arrangements are not 

required for GY 2025/26.   

 

ECPG Scenarios 
The range of demand scenarios covered in this year’s booking cycle are detailed in our methodology 

statement and summarised in our demand summary on page 3 of this document. 

We consider the balance between NTS capacity products as follows: 

• Flat capacity – Flat capacity is required to meet our end of day demand projections and is not 

interchangeable with Flex or AOP. 

• Assured Offtake Pressure AOP – There is an interaction between AOP and Flex Capacity.  We prioritise 

AOP over Flex capacity where we can use this in our network to generate linepack storage.  Linepack 

storage is significantly more usable than Flex capacity as it can be used as needed without notice.  

Whereas the use of Flex Capacity has an impact on, and is impacted by the OPN requirements specified 

in Uniform Network Code – Offtake Arrangements Document (UNC-OAD) Section I.  On occasions to 

support maintenance, we may agree to use Flex Capacity in place of AOP on a short-term basis outside 

of the ECPG process. 

• Flex Capacity – Flex capacity can be used in place of NTS Pressure in circumstances such as to support 

maintenance, where we are unable to use AOP to generate linepack and where NGT are unavailable to 

provide AOP but are able to provide Flex Capacity.  

The following table highlights the alternative offtake capacity booking patterns considered for the balance 

between offtakes by LDZ in the 2025 plan cycle. 

 

Table 5: Capacity Booking Patterns by Offtake and LDZ 

 

South Wales 

Each Offtake must be looked at individually as they are single supplies into the network. For one offtake 
where we book a portion of the capacity annually, we were able to reduce capacity based on our demand 
forecast.  The other two offtakes are in UC.  Therefore, for GY 2025/26 the energy reduction that could be 
realised was limited.   A further capacity reduction of 13.7 GWh/d could have been realised if this 
reduction was possible in the absence of UC.    

North Wales 

There is only one single feed Offtake supplying this LDZ and the requirements must be considered in 
isolation to other parts of the Network. We would have reduced our flat booking for GY 2025/26 as per 
our peak demand forecast; however, UC prevented this course of action.  An energy reduction of 2.2 
GWh/d could have been realised if this reduction was possible, i.e. in the absence of UC.    
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South West 

We have some interconnectivity for the linepack systems in this part of the network, but due to the need 
to make efficient bookings for all capacity products i.e., flex and pressure as well as flat, we optimise 
bookings based on the ability to generate storage. To do this we have considered the Offtake 
requirements independently of each other. We would have reduced our flat capacity bookings at 10 of 13 
Offtakes for GY 2025/26 but were unable to due to UC in place.  An energy reduction of 25.0 GWh/d could 
have been realised if the reductions were possible, i.e. in the absence of UC.        

User Commitment Periods 

Included below is information regarding ongoing UC periods to highlight this issue: 

For GY 2025/26 - GY 2026/27 at: 

SW: Aylesbeare, Choakford, Cirencester, Easton Grey, Fiddington, Ilchester, Kenn, Littleton Drew, Ross, 

Seabank.  

WS: Dowlais, Dyffryn 

WN: Maelor 

For GY 2025/26 only at: 

SW: Pucklechurch.    

Network Impact of UC 

The maximum potential reduction in flat capacity for GY 2025/26 is 40.9 GWh/d which equates to almost 
£ 4.5M in saved pass-through costs as per forecast capacity prices.  This reduction could only have been 
realised if we were able to make the reductions at all relevant Offtakes, however, this is not possible due 
to UC. Reductions would have been possible without UC 14 of 17 Offtakes due primarily to the reduction 
in the domestic load band because of high energy prices.  We were only able to reduce at 3 of 17 Offtakes 
detailed above.  

UC periods are specified in the Exit Capacity Release Document and were reduced in 2021 from 4 to 2 
years.  
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Storage Outputs & Assumptions 
The percentages used for LDZ storage requirement have been derived from our Storage Simulation Model.  

A summary of our storage position is detailed below by topology. 

The previous reduction in peak demand across recent years due to the cost of energy crisis has reduced our 

flex storage requirement at several Offtakes.  However, with the uncertainty of future industrial growth, and 

the reduction in assured pressures at all our Wales offtakes, along with the NTS Flex being a discretionary 

product we have opted to keep our booked flex capacity unchanged.   

We employ a strategy to book capacity products (flat, flex and pressure) to ensure that our bookings are 
efficient and so that network linepack storage is optimised.   

Table 6: Storage Outputs South West LDZ, in GWh/d 

Offtake Name Topology Storage 
Required, 
SSM  

Linepack & 
Bullets  

Flex 
Required  

Flex 
Booked  

Commercial 
Process  

Aylesbeare Single Source 2.68 0.15 2.53 2.70 0.00 

Cirencester Single Source 1.00 2.04 0.00 0.00 0.00 

Coffinswell Single Source 0.73 0.00 0.73 0.78 0.00 

Evesham Single Source 0.86 0.00 0.86 1.04 0.00 

Littleton Drew Single Source 0.42 0.00 0.42 0.45 0.00 

Ross-on-Wye Single Source 0.60 0.00 0.60 0.63 0.00 

Northern Multiple Source 14.51 14.16 0.35 1.76 0.00 

Central Multiple Source 7.94 4.26 3.68 4.80 0.00 

Southern Multiple Source 8.59 7.44 1.15 1.42 0.00 

 

Table 7: Storage Outputs Wales South LDZ, in GWh/d 

Offtake Name Topology Storage 
Required, 
SSM  

Linepack 
& Bullets  

Flex 
Required  

Flex 
Booked  

Commercial 
Process  

Gilwern  Single Source 13.03 6.19 6.84 8.46 0.00 

Dowlais Single Source 11.75 14.04 0.00 0.00 0.00 

Dyffryn Single Source 4.66 2.45 2.21 4.14 0.00 

 

Table 8: Storage Outputs Wales North LDZ, in GWh/d 

Offtake Name Topology Storage 
Required, SSM  

Linepack 
& Bullets  

Flex 
Required  

Flex 
Booked  

Commercial 
Process  

Maelor Single Source 7.72 7.24 0.48 1.32 0.00 

The inputs to our Storage Simulation Model cover all load bands from domestic to large industrial users.  

However, we have found that the inclusion of our Very Large Daily Metered Customers (VLDMCs) in the 

calculation for LDZ storage affects the general spread of storage needed and artificially increases it across the 

whole LDZ. As such, we have chosen to exclude one of our large sites in South Wales from this process and 

calculate the storage required for these sites separately. 
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We periodically revalidate the usable volumes of our High-Pressure Storage Vessels (HPSVs) using the latest 

observed pressure data to ensure this information is kept up to date. 

Interaction with other Networks 
Internal to Wales & West Utilities 

There are no inter LDZ transfer points. 

External to Wales & West  

We have shared use with Cadent of some equipment at our Offtake site supplying Ross-On-Wye.  There has 

been no need for any discussions around capacity availability as we are well within baseline levels for our flat 

capacity.  

Final Outcomes 
Year 1 

Our bookings for GY 2025/26 can be found in Tables 1, 2 and 3 above along with any changes made to flat, 
pressure and flex capacity respectively.   

We would have booked in line with the Wales & West Utilities resilient gas forecast which is 10% higher than 

the Counterfactual supplied by NG-ESO.  However, existing and future UC periods restrict the way in which 

we can book flat capacity to be consistent with our forecasted values.  For instance, if our forecast for a given 

offtake has reduced, UC may force us to maintain a higher booking, incurring pass-through costs. 

For GY 2025/26, a 40.9 GWh/d reduction could have been made which equates to approximately £ 4.5M 
reduction in costs.   

 

Conclusion 

Forecast Versus Bookings 

Our network booking for flat capacity in GY 2025/26 exceeds our agreed Peak Day forecast.  This is due to UC 

at offtakes in our North Wales and South West LDZs preventing the release of flat capacity to reflect the 

reduction in the domestic load band from high energy costs.  Our forecasting and booking strategy is based 

on avoidance of future UC and as such we only book capacity for the next GY 2025/26.   We can do this and 

still protect capacity for potential future new loads and demand recovery by utilising the new UNC section H 

methodology which protects against substitution.   

We believe that we have met the requirements of the ECPG by booking an efficient amount of capacity at 

each Offtake.  Discrepancies between the forecast and booking are due to UC as detailed in Table 1 and 

uncertainty regarding the future operation of a large load customer in Wales South.    

The table below shows the Peak Day Forecast and our corresponding capacity booking.  
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Table 9: Peak Day Forecast versus Flat Capacity Booking 

GWh/d 
Yr 1 
2025/26 

Yr 2 
2026/27 

Yr 3 
2027/28 

Yr 4 
2028/29 

Yr 5 
2029/30 

Yr 6 
2030/31 

Yr 7 
2031/32 

WWU Network Booking Compared to NESO Counterfactual Forecast 

NG Forecast 455.9 456.6 454.9 454.3 452.2 441.3 434.5 

WWU Booking 532.3 498.0 498.0 498.0 498.0 498.0 498.0 

WWU Network Booking Compared to WWU Resilient Gas Forecast 

WWU Forecast  491.4 491.5 491.3 490.9 487.6 474.9 468.8 

WWU Booking 532.3 498.0 498.0 498.0 498.0 498.0 498.0 

WWU LDZ Booking Compared to WWU Resilient Gas  Forecast: Wales South  

WWU Forecast 189.4 189.5 189.4 189.2 188.0 182.7 180.9 

WWU Booking 203.0 168.8 168.8 168.8 168.8 168.8 168.8 

WWU LDZ Booking Compared to WWU Resilient Gas Forecast: Wales North 

WWU Forecast 49.8 49.8 49.8 49.8 49.4 48.1 47.6 

WWU Booking 52.0 52.0 52.0 52.0 52.0 52.0 52.0 

WWU LDZ Booking Compared to WWU Resilient Gas Forecast: South West 

WWU Forecast 252.2 252.3 252.1 251.9 250.1 244.1 240.4 

WWU Booking 277.2 277.2 277.2 277.2 277.2 277.2 277.2 

Off Peak Demand Data 
Provision of off-peak demand data is a requirement of ECPG. The following tables contain ‘down the curve’ 

or what is referred to as UNC section H information on Peak Flowrate, Flat and Flex Capacity by LDZ/Offtake 

and Topology (listed separately in Table 28).  It gives our networks requirements for those demand conditions 

at and away from peak 1 in 20 demand level.  

 Peak 1 in 20 winter demand is referred to in the UNC as Day 0, Day 300 is a representative of a typical summer 

day demand, Day 13, Day 46, and Day 150 represent different demand profiles throughout the year in order 

of demand from high to low respectively: Day 0, Day 13, Day 46, Day 150, and Day 300.  For further 

information, please refer to Section H of the UNC-TPD3. 

 

3 Microsoft Word - OAD Section H - NTS Long Term Demand Forecasting.doc 

(gasgovernance.co.uk) 

 

https://www.gasgovernance.co.uk/sites/default/files/ggf/page/2017-07/OAD%20Section%20H%20-%20NTS%20Long%20Term%20Demand%20Forecasting.pdf
https://www.gasgovernance.co.uk/sites/default/files/ggf/page/2017-07/OAD%20Section%20H%20-%20NTS%20Long%20Term%20Demand%20Forecasting.pdf
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Wales 
South 
LDZ 

Peak 1 in 20 D13 D46 D150 D300 

Offtake 
Name 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Gilwern 0.257 6.425 0.766 0.222 5.571 0.766 0.198 5.107 0.564 0.100 3.117 0.000 0.049 1.522 0.000 

Dowlais 0.326 7.829 0.000 0.283 6.788 0.000 0.211 5.070 0.000 0.132 3.166 0.000 0.062 1.497 0.000 

Dyffryn 0.182 3.116 0.450 0.164 2.702 0.450 0.120 1.536 0.222 0.041 0.981 0.000 0.019 0.449 0.000 

Table 10: Forecast Information per Demand Level:  Peak day to Day 300 for 2025/26 (UNC Section H) 

 

Wales 
North 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake 
Name 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Maelor 0.199 4.607 0.121 0.162 3.751 0.121 0.120 2.882 0.121 0.085 2.046 0.000 0.044 1.045 0.000 

Table 11: Forecast Information per Demand Level: Peak day to Day 300 for 2025/26 (UNC Section H) 
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South West 
LDZ 

Peak 1 in 20 D13 D46 D150 D300 

Offtake 
Name 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak 
Flow 

(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak 
Flow 

(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak 
Flow 

(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak 
Flow 

(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Aylesbeare 0.099 1.671 0.233 0.087 1.464 0.233 0.053 0.893 0.238 0.035 0.595 0.086 0.013 0.220 0.032 

Cirencester 0.186 3.945 0.086 0.163 3.457 0.086 0.120 2.316 0.095 0.063 1.513 0.000 0.000 0.000 0.000 

Coffinswell 0.026 0.623 0.000 0.023 0.546 0.000 0.013 0.320 0.000 0.009 0.215 0.000 0.003 0.077 0.000 

Easton Grey 0.027 0.455 0.067 0.024 0.399 0.067 0.016 0.262 0.066 0.010 0.172 0.025 0.004 0.067 0.010 

Evesham 0.094 2.230 0.004 0.082 1.954 0.004 0.052 1.242 0.002 0.034 0.820 0.000 0.000 0.000 0.000 

Fiddington 0.032 0.535 0.079 0.028 0.469 0.079 0.016 0.275 0.078 0.011 0.185 0.027 0.004 0.066 0.010 

Ilchester 0.083 1.879 0.033 0.072 1.646 0.033 0.046 1.025 0.036 0.030 0.678 0.011 0.012 0.286 0.004 

Kenn 0.172 2.893 0.204 0.150 2.535 0.204 0.115 1.585 0.196 0.044 1.050 0.000 0.030 0.720 0.000 

Littleton 

Drew 
0.066 1.402 0.031 0.058 1.228 0.031 0.036 0.823 0.005 0.022 0.538 0.000 0.034 0.807 0.000 

Choakford 0.016 0.262 0.039 0.014 0.230 0.039 0.010 0.160 0.038 0.006 0.104 0.015 0.000 0.000 0.000 

Pucklechurc

h 
0.122 2.052 0.145 0.107 1.798 0.145 0.082 1.129 0.138 0.031 0.748 0.000 0.000 0.000 0.000 

Ross On Wye 0.022 0.371 0.055 0.019 0.325 0.055 0.014 0.237 0.054 0.009 0.152 0.023 0.004 0.063 0.009 

Seabank 0.209 4.957 0.008 0.183 4.344 0.008 0.116 2.758 0.005 0.076 1.822 0.000 0.041 0.975 0.000 

Table 12: Forecast Information per Demand Level: Peak Day to Day 300 for 2025/26 (UNC Section H) 
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Wales 

South LDZ Peak 1 in 20 D13 D46 D150 D300 

Offtake 

Name 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Gilwern 0.256 6.458 0.766 0.221 5.600 0.766 0.198 5.134 0.564 0.100 3.133 0.000 0.048 1.530 0.000 

Dowlais 0.343 8.225 0.000 0.297 7.131 0.000 0.222 5.326 0.000 0.139 3.326 0.000 0.066 1.573 0.000 

Dyffryn 0.180 3.155 0.450 0.163 2.736 0.450 0.119 1.556 0.222 0.041 0.993 0.000 0.019 0.455 0.000 

Table 13: Forecast Information per Demand Level: Peak Day to Day 300 for 2026/27 (UNC Section H) 

 

  

Wales 
North 
LDZ 

Peak 1 in 20 D13 D46 D150 D300 

Offtake 
Name 

Peak 
Flow 

(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Peak Flow 
(mcm/h) 

Flat 
(mcm/d) 

Flex 
(mcm/d) 

Maelor 0.197 4.646 0.121 0.159 3.752 0.121 0.119 2.907 0.121 0.084 2.063 0.000 0.043 1.054 0.000 

Table 14: Forecast Information per Demand Level: Peak Day to Day 300 for 2026/27 (UNC Section H) 
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South West 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake Name 
Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Aylesbeare 0.100 1.695 0.237 0.088 1.485 0.237 0.054 0.906 0.242 0.036 0.603 0.087 0.013 0.223 0.033 

Cirencester 0.190 3.996 0.093 0.166 3.501 0.093 0.123 2.346 0.103 0.064 1.533 0.000 0.000 0.000 0.000 

Coffinswell 0.026 0.632 0.000 0.023 0.554 0.000 0.014 0.325 0.000 0.009 0.218 0.000 0.003 0.079 0.000 

Easton Grey 0.027 0.461 0.068 0.024 0.404 0.068 0.016 0.266 0.067 0.010 0.174 0.026 0.004 0.068 0.010 

Evesham 0.097 2.261 0.011 0.085 1.982 0.011 0.054 1.259 0.007 0.035 0.832 0.000 0.000 0.000 0.000 

Fiddington 0.032 0.543 0.080 0.028 0.476 0.080 0.017 0.279 0.079 0.011 0.187 0.028 0.004 0.067 0.010 

Ilchester 0.085 1.905 0.039 0.075 1.669 0.039 0.047 1.039 0.042 0.030 0.687 0.013 0.013 0.290 0.005 

Kenn 0.174 2.934 0.207 0.152 2.571 0.207 0.117 1.608 0.198 0.044 1.065 0.000 0.030 0.730 0.000 

Littleton 

Drew 
0.067 1.420 0.033 0.059 1.244 0.033 0.036 0.834 0.005 0.023 0.545 0.000 0.034 0.817 0.000 

Choakford 0.016 0.265 0.039 0.014 0.233 0.039 0.010 0.162 0.039 0.006 0.105 0.016 0.000 0.000 0.000 

Pucklechurch 0.123 2.081 0.147 0.108 1.823 0.147 0.083 1.145 0.140 0.032 0.758 0.000 0.000 0.000 0.000 

Ross on Wye 0.022 0.376 0.056 0.020 0.329 0.056 0.014 0.239 0.055 0.009 0.154 0.023 0.004 0.063 0.009 

Seabank 0.215 5.026 0.024 0.189 4.404 0.024 0.120 2.797 0.016 0.078 1.847 0.000 0.042 0.989 0.000 

Table 15: Forecast Information per Demand Level: Peak Day to Day 300 for 2026/27 (UNC Section H) 
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Wales 

South LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake 

Name 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Gilwern 0.270 6.724 0.766 0.232 5.830 0.766 0.208 5.344 0.564 0.105 3.262 0.000 0.051 1.593 0.000 

Dowlais 0.380 9.117 0.000 0.329 7.905 0.000 0.246 5.904 0.000 0.154 3.687 0.000 0.073 1.743 0.000 

Dyffryn 0.201 3.434 0.450 0.182 2.978 0.450 0.132 1.693 0.222 0.045 1.081 0.000 0.021 0.495 0.000 

Table 16: Forecast Information per Demand Level: Peak Day to Day 300 for 2027/28 (UNC Section H) 

 

  

Wales 

North LDZ 

Peak 1 in 20 D13 D46 D150 D300 

Offtake 

Name 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Maelor 0.223 5.076 0.121 0.180 4.097 0.121 0.134 3.175 0.121 0.095 2.254 0.000 0.049 1.152 0.000 

Table 17: Forecast Information per Demand Level: Peak Day to Day 300 for 2027/28 (UNC Section H) 
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South West 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake Name 
Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Aylesbeare 0.101 1.706 0.237 0.089 1.495 0.237 0.054 0.911 0.243 0.036 0.607 0.088 0.013 0.225 0.033 

Cirencester 0.203 4.163 0.119 0.178 3.648 0.119 0.131 2.444 0.132 0.069 1.597 0.000 0.000 0.000 0.000 

Coffinswell 0.027 0.637 0.000 0.023 0.558 0.000 0.014 0.327 0.000 0.009 0.220 0.000 0.003 0.079 0.000 

Easton Grey 0.027 0.463 0.069 0.024 0.406 0.069 0.016 0.267 0.068 0.010 0.175 0.026 0.004 0.068 0.010 

Evesham 0.098 2.281 0.013 0.086 1.999 0.013 0.055 1.270 0.008 0.036 0.839 0.000 0.000 0.000 0.000 

Fiddington 0.032 0.546 0.081 0.028 0.479 0.081 0.017 0.281 0.080 0.011 0.189 0.028 0.004 0.068 0.010 

Ilchester 0.086 1.921 0.040 0.075 1.683 0.040 0.048 1.048 0.044 0.031 0.693 0.013 0.013 0.293 0.005 

Kenn 0.177 2.952 0.216 0.155 2.587 0.216 0.119 1.617 0.207 0.045 1.072 0.000 0.031 0.734 0.000 

Littleton 

Drew 
0.072 1.479 0.042 0.063 1.296 0.042 0.039 0.869 0.007 0.025 0.568 0.000 0.037 0.851 0.000 

Choakford 0.016 0.267 0.039 0.014 0.234 0.039 0.010 0.163 0.039 0.006 0.106 0.016 0.000 0.000 0.000 

Pucklechurch 0.125 2.093 0.153 0.110 1.834 0.153 0.084 1.152 0.146 0.032 0.763 0.000 0.000 0.000 0.000 

Ross On Wye 0.022 0.377 0.056 0.020 0.331 0.056 0.014 0.240 0.055 0.009 0.155 0.023 0.004 0.064 0.009 

Seabank 0.218 5.070 0.028 0.191 4.442 0.028 0.122 2.821 0.019 0.079 1.863 0.000 0.043 0.997 0.000 

Table 18: Forecast Information per Demand Level: Peak Day to Day 300 for 2027/28 (UNC Section H) 

 

 

 

 

 



 Wales & West Utilities 
2025 Exit Capacity Planning Outcomes 
 

19 
© Wales & West Utilities Ltd.  
Registered in England and Wales: No. 5046791 

 

 

 

Wales South 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake 

Name 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Gilwern 0.289 7.103 0.766 0.249 6.159 0.766 0.223 5.646 0.564 0.112 3.446 0.000 0.054 1.682 0.000 

Dowlais 0.384 9.227 0.000 0.333 8.000 0.000 0.249 5.975 0.000 0.155 3.731 0.000 0.074 1.764 0.000 

Dyffryn 0.205 3.489 0.450 0.186 3.025 0.450 0.135 1.720 0.222 0.046 1.098 0.000 0.021 0.503 0.000 

Table 19: Forecast Information per Demand Level: Peak Day to Day 300 for 2028/29 (UNC Section H) 

 

  

Wales North 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake 

Name 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Maelor 0.227 5.132 0.121 0.183 4.142 0.121 0.137 3.210 0.121 0.096 2.279 0.000 0.050 1.164 0.000 

Table 20: Forecast Information per Demand Level: Peak Day to Day 300 for 2028/29 (UNC Section H) 
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South West 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake Name 

Peak 

Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak 

Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak 

Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak 

Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak 

Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Aylesbeare 0.103 1.730 0.241 0.090 1.516 0.241 0.055 0.924 0.246 0.036 0.616 0.089 0.014 0.228 0.034 

Cirencester 0.207 4.214 0.127 0.182 3.692 0.127 0.134 2.474 0.140 0.070 1.617 0.000 0.000 0.000 0.000 

Coffinswell 0.027 0.646 0.000 0.024 0.566 0.000 0.014 0.332 0.000 0.009 0.223 0.000 0.003 0.080 0.000 

Easton Grey 0.028 0.470 0.069 0.024 0.411 0.069 0.016 0.271 0.069 0.011 0.178 0.026 0.004 0.069 0.010 

Evesham 0.101 2.312 0.017 0.088 2.026 0.017 0.056 1.287 0.011 0.037 0.850 0.000 0.000 0.000 0.000 

Fiddington 0.033 0.555 0.082 0.029 0.486 0.082 0.017 0.285 0.081 0.011 0.191 0.028 0.004 0.069 0.010 

Ilchester 0.088 1.947 0.044 0.077 1.706 0.044 0.049 1.062 0.048 0.031 0.702 0.014 0.013 0.297 0.005 

Kenn 0.181 3.008 0.224 0.159 2.636 0.224 0.122 1.648 0.215 0.046 1.092 0.000 0.032 0.748 0.000 

Littleton 

Drew 
0.074 1.498 0.045 0.065 1.312 0.045 0.040 0.880 0.007 0.025 0.575 0.000 0.037 0.862 0.000 

Choakford  0.016 0.270 0.040 0.014 0.237 0.040 0.010 0.165 0.039 0.006 0.107 0.016 0.000 0.000 0.000 

Pucklechurch 0.129 2.133 0.159 0.113 1.869 0.159 0.086 1.173 0.152 0.033 0.777 0.000 0.000 0.000 0.000 

Ross On Wye 0.023 0.382 0.056 0.020 0.334 0.056 0.014 0.243 0.056 0.009 0.156 0.023 0.004 0.064 0.010 

Seabank 0.224 5.138 0.038 0.196 4.502 0.038 0.125 2.859 0.025 0.081 1.889 0.000 0.044 1.011 0.000 

Table 21: Forecast Information per Demand Level: Peak Day to Day 300 for 2028/29 (UNC Section H) 
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Wales South 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake 

Name 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Gilwern 0.291 7.153 0.766 0.251 6.202 0.766 0.225 5.686 0.564 0.113 3.470 0.000 0.055 1.694 0.000 

Dowlais 0.389 9.344 0.000 0.338 8.102 0.000 0.252 6.051 0.000 0.157 3.779 0.000 0.074 1.787 0.000 

Dyffryn 0.211 3.548 0.450 0.191 3.076 0.450 0.139 1.749 0.222 0.047 1.117 0.000 0.022 0.512 0.000 

Table 22: Forecast Information per Demand Level: Peak Day to Day 300 for 2029/30 (UNC Section H) 

 

  

Wales North 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake 

Name 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Maelor 0.225 5.106 0.121 0.184 4.167 0.121 0.136 3.194 0.121 0.096 2.267 0.000 0.049 1.159 0.000 

Table 23: Forecast Information per Demand Level: Peak Day to Day 300 for 2029/30 (UNC Section H) 
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South West 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake Name 
Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Aylesbeare 0.102 1.719 0.239 0.089 1.506 0.239 0.054 0.918 0.244 0.036 0.612 0.088 0.013 0.227 0.033 

Cirencester 0.204 4.190 0.118 0.179 3.672 0.118 0.132 2.460 0.130 0.069 1.607 0.000 0.000 0.000 0.000 

Coffinswell 0.027 0.642 0.000 0.023 0.562 0.000 0.014 0.330 0.000 0.009 0.221 0.000 0.003 0.080 0.000 

Easton Grey 0.028 0.467 0.069 0.024 0.409 0.069 0.016 0.269 0.068 0.010 0.176 0.026 0.004 0.069 0.010 

Evesham 0.100 2.304 0.015 0.087 2.019 0.015 0.056 1.282 0.010 0.036 0.847 0.000 0.000 0.000 0.000 

Fiddington 0.033 0.551 0.082 0.029 0.483 0.082 0.017 0.283 0.080 0.011 0.190 0.028 0.004 0.068 0.010 

Ilchester 0.087 1.940 0.042 0.076 1.700 0.042 0.049 1.058 0.046 0.031 0.700 0.014 0.013 0.296 0.005 

Kenn 0.180 2.989 0.222 0.158 2.619 0.222 0.121 1.638 0.213 0.046 1.085 0.000 0.031 0.743 0.000 

Littleton 

Drew 

0.073 1.489 0.042 0.064 1.305 0.042 0.039 0.875 0.007 0.025 0.572 0.000 0.037 0.857 0.000 

Choakford 0.016 0.268 0.040 0.014 0.235 0.040 0.010 0.164 0.039 0.006 0.106 0.016 0.000 0.000 0.000 

Pucklechurch 0.128 2.119 0.158 0.112 1.857 0.158 0.086 1.166 0.151 0.033 0.772 0.000 0.000 0.000 0.000 

Ross On Wye 0.023 0.380 0.056 0.020 0.333 0.056 0.014 0.242 0.056 0.009 0.156 0.023 0.004 0.064 0.009 

Seabank 0.221 5.121 0.033 0.194 4.487 0.033 0.123 2.849 0.021 0.081 1.882 0.000 0.043 1.007 0.000 

Table 24: Forecast Information per Demand Level: Peak Day to Day 300 for 2029/30 (UNC Section H) 
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Wales South 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake 

Name 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Gilwern 0.285 7.043 0.766 0.246 6.107 0.766 0.220 5.598 0.564 0.111 3.417 0.000 0.054 1.668 0.000 

Dowlais 0.396 9.502 0.000 0.343 8.239 0.000 0.256 6.153 0.000 0.160 3.843 0.000 0.076 1.817 0.000 

Dyffryn 0.199 3.419 0.450 0.180 2.965 0.450 0.131 1.686 0.222 0.045 1.076 0.000 0.021 0.493 0.000 

Table 25: Forecast Information per Demand Level: Peak Day to Day 300 for 2030/31 (UNC Section H) 

 

 

  

Wales North 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake 

Name 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Maelor 0.219 4.987 0.121 0.179 4.070 0.121 0.132 3.120 0.121 0.093 2.215 0.000 0.048 1.132 0.000 

Table 26: Forecast Information per Demand Level: Peak Day to Day 300 for 2030/31 (UNC Section H) 
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South West 

LDZ 
Peak 1 in 20 D13 D46 D150 D300 

Offtake Name 
Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Peak Flow 

(mcm/h) 

Flat 

(mcm/d) 

Flex 

(mcm/d) 

Aylesbeare AYLE SW 3 0.099 1.677 0.234 0.087 1.469 0.234 0.053 0.896 0.239 0.035 0.597 0.086 0.013 

Cirencester CHOA SW 3 0.199 4.121 0.110 0.175 3.612 0.110 0.129 2.420 0.121 0.068 1.581 0.000 0.000 

Coffinswell CIRN SW 2 0.026 0.625 0.000 0.023 0.548 0.000 0.013 0.321 0.000 0.009 0.216 0.000 0.003 

Easton Grey COFF SW 3 0.027 0.456 0.068 0.024 0.400 0.068 0.016 0.263 0.067 0.010 0.173 0.026 0.004 

Evesham EGRY SW 2 0.096 2.251 0.007 0.084 1.972 0.007 0.053 1.253 0.005 0.035 0.828 0.000 0.000 

Fiddington EVES SW 1 0.032 0.537 0.079 0.028 0.470 0.079 0.016 0.276 0.078 0.011 0.185 0.027 0.004 

Ilchester FIDD SW 1 0.084 1.895 0.036 0.074 1.660 0.036 0.047 1.034 0.039 0.030 0.684 0.012 0.013 

Kenn ILCH SW 2 0.174 2.919 0.208 0.152 2.558 0.208 0.116 1.599 0.200 0.044 1.059 0.000 0.030 

Littleton 

Drew 

KENN SW 3 0.071 1.465 0.039 0.062 1.284 0.039 0.038 0.860 0.006 0.024 0.562 0.000 0.036 

Choakford LTDW SW 2 0.016 0.263 0.039 0.014 0.230 0.039 0.010 0.161 0.038 0.006 0.104 0.015 0.000 

Pucklechurch PUCK SW 2 0.123 2.070 0.148 0.108 1.814 0.148 0.083 1.139 0.141 0.032 0.754 0.000 0.000 

Ross On Wye ROSW SW 1 0.022 0.372 0.055 0.019 0.326 0.055 0.014 0.237 0.054 0.009 0.153 0.023 0.004 

Seabank SEAB SW 2 0.212 5.003 0.016 0.186 4.384 0.016 0.118 2.784 0.011 0.077 1.839 0.000 0.041 

Table 27: Forecast Information per Demand Level: Peak Day to Day 300 for 2030/31 (UNC Section H) 
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South West LDZ   Wales North LDZ  

Offtake Topology  Offtake Topology 

Aylesbeare  Single Source 
 

Maelor Single Fed 

Cirencester  Single Source 
 Wales South LDZ  

Coffinswell  Single Source 
 Offtake Topology 

Easton Grey  Multiple Source - Northern Network 
 

Gilwern Single Fed 

Evesham  Single Source 
 

Dowlais Single Fed 

Fiddington  Multiple Source - Northern Network 
 

Dyffryn Clydach Single Fed 

Ilchester  Multiple Source - Central Network 
   

Kenn  Multiple Source - Southern Network 
   

Littleton Drew  Single Source 
   

Choakford   Multiple Source - Southern Network 
   

Pucklechurch  Multiple Source - Central Network 
   

Ross On Wye  Single Source 
   

Seabank  Multiple Source - Northern Network 
   

 

Table 28: Topology information per offtake 

 


